CURB STOP VALVE
AND SERVICE BOX
NOTES:

RA)—3

1. PIPE JOINT SHALL BE THREADED OR SOLDERED
WITH 95—-5 TINANTIMONY SOLDER.

OUTSIDE WALL 2. INSTALLATION MUST ALLOW ACCESS FOR MAINTENANCE
o AND BE PROTECTED FROM FREEZING.
as
| 3. SEE SHEET 45 FOR ADDITIONAL NOTES.
S e [l T e e T e # 4. A FLOOR DRAIN SHALL BE PLACED NEAR
- < s < “— THE METER INSTALLATION.
e e | 5. METER SUPPORT SHALL BE EITHER CONCRETE
N 1 1 \@ ADJUSTABLE STEEL PIPE (SEE SHEET 37)
. LR IR 6.1 1/2" AND 2" METERS REQUIRE AN ELECTRONIC
FLOW
‘. i A\ O O:E@ — DIGITAL ENCODER OR MECHANICALLY ENCODED REGISTER
. WITH AN ITRON ERT MODEL 40W.
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COPPERSETTER /METER

ELEVATION WITH BY—PASS
FORD
SIZE CUSTOM SETTER MUELLER
TYPE CAT. No. TYPE CAT. No.
DETAILS: FLANGED FLANGED
1-1/2" KEY V V76-12B-11-66 ANGLE H—1423
(® curs sToP VALVE 1" BY-PASS METER
(2) TYPE K COPPER TUBING
FLANGED
1-1/2" | ANGLE VBB76—12B—11-66 FLANCED He2423
12" COPPERSETTER / METER YOKE BALL 1" BY—-PASS -
ANGLE
VALVE
METER UNIT
3" NIPPLE BETWEEN COPPERSETTER AND . FLANGED V V77-12B-11-77 FLANGED
CHECK VALVE 2 KEY 1-1/4" BY-PASS ANGLE H-1423
VALVE METER STOP
CHECK VALVE
FLANGED FLANGED
MECH. IRON PIPE TO FLARE COUPLING FROM 2 ANGLE VBB77-12B-11-77 ANGLE H—2423
INLET SIDE OF COPPERSETTER AND OUTLET BALL 1-1/4" BY-PASS BALL VALVE
SIDE OF CHECK VALVE. VALVE

COPPERSETTERS AND 1 1/2” OR 1 1/4” FOR

2" COPPERSETTERS.
DENVER WATER
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BY-PASS WILL BE 1" FOR 1 1/2"
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1" x 187 PIPE INSIDE SETTING FOR 1 1/2" & 2"

90" ELL METER WITH CHECK VALVE & BYPASS

ELECTRIC WIRE TO ITRON ERT. Seqle: B /\LO/\LE_ L | Date: NOL/EMBER_7.9_95
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